
L7(c) (twin conductor)

Ardmore S/S

Trident

Trident

Trident

Dunvegan S/S
Edinbane u/c

Broadford S/S

Quoich Sw/S

Fort William S/S

Fort Augustus S/S

Invergarry P/S

K1201
DEW

K1201 ST

PL16
DEW

PL16
DEW

pole

K1201

Harris S/S

Stornoway S/S

Trident

Skye

Outer Hebrides

PL16 DT90

Scottish
mainland

Scotland

Blaw Knox T2639 (DC)

Kinlochleven u/c

Blar a’ Chaorainn

Trident

Eve C670
132 kV/33 kV

Eve C670

Quoich P/S

K1201

+ L4(m) D super-strength

Beinneun wind farm S/S
Ceannacroc P/S K1201

DEW

K1201

Corriegarth Wind Farm S/S

Dunmaglass Wind Farm S/S

H-pole Trident

H-pole Trident

H-pole Trident

H-pole Trident

Farr Wind Farm S/S

Tomatin S/S

Boat of Garten S/S

PL16

L7(c) DJT

Eve C670 DT90

L4(m) DT or DJT

Beinneun S/S
K1201

PL16

L4(m) DT or DJT

Glenfarclas u/c

Blaw Knox K1576
(132 kV/de-energised 33 kV)

Blaw Knox K1576
(132 kV/de-energised 33 kV)

Lintmill S/S Macduff u/c

CIF 1

CIF 2

CIF 3

CIF 4

CIF 5

K1201

Keith S/S

Elgin G/S/P

Nairn S/S

Inverness S/S

Eve C670

Eve C670

Eve C670
(reinforced)

L4(m) DJT
Eve C670 DT

Eve C670
(reinforced)

PL16 DT

L4(m) DJT

PL16
(reinforced)

L4(m) DJT

PL16
(reinforced)

PL16 DT

CIF 6

CIF 7CIF 8

CIF 9

CIF 10

PL16
(reinforced)

L4(m) DT

Beauly S/S

PL16 L4(m) DJT

L4(m) DT

L4(m) DT

L4(m) DT

PL16

DEW

Kilmorack P/S
Aigas P/S

Culligran P/SDeanie P/S

CIF 11
CIF 13

CIF 14

PL16 DT

K1201
K1201 ST

K1201 ST
K1201 ST

PL16 DT

PL16

CIF 12

Fyrish S/S
Eve C579 line

PL16 angle

Alness S/S

Eve C579 line
PL16 angle

Shin P/S

Lairg

K1201

CIF 16Eve C534 —/33 kV

Corriemoillie S/S

Mossford Hydro P/S

Grudie Bridge P/S

CIF 15

L7(c)

Orrin P/S

CIF 17

Luichart S/S
CIF 18

L7(c) (new line)

L7(c) (new line)
CIF 19

PL16
DEWPL16

DEW

PL16 DDT

CIF 20

Loch Buidhe S/S

Dalchork S/S

Cassley S/S

Creag Riabhach Wind Farm S/S

CIF 21

Brora S/S

Dunbeath S/S

Mybster S/S

Spittal S/S

Connagill S/SDallangwell S/S

PL16

L7(c) (new line)

K1201

CIF 22
L7(c) DJT

custom crossarm layout

L7(c) (new line)

Fork H-poles (new ca. 2022)

K1201

PL16

Eve C670 DC (common sides)
Eve C670 DT

PL16

PL16 custom tower

PL16

PL16

L7(c) (new line)

CIF 23

Glen Kyllachy S/S

Farigaig S/S

Melgarve S/S

Stronelairg Wind Farm S/S

Blackhillock S/S

Dorenell Wind Farm S/S

Composite double-circuit poles

Fraserburgh S/S

Strichen S/S St Fergus S/S

Peterhead S/S

Peterhead Grange u/c

CIF 24

CIF 27

CIF 29

CIF 30

CIF 31

CIF 32
PL16 D90 as DJT (!?)

PL16

PL16

PL16 DT

PL16 DT

PL16

L4(m) DT

CIF 25

CIF 28

L4(m) DJT

Eve C670 DT

L4(m)

Eve C670

Eve C670 DT
Eve C670 D2

L4(m) DT, new SEC, no downleads

PL16

Eve C670 D10 feeding a PL16 DT for circuit 1
plus unclear ground equipment for circuit 2

PL16 DT

PL16

L4(m) DTKintore G/S/P

Dyce G/S/P

CIF 33

CIF 34 CIF 35

CIF 36CIF 37

CIF 38

CIF 39 Craigiebuckler G/S/P Clayhills G/S/P

Redmoss G/S/P

Tarland S/S

Fiddes u/c

Fetteresso S/SMid Hill Wind Farm S/S

Brechin Grid u/c Bridge of Dun u/c

Arbroath u/cCIF 41Tealing S/S

Milton of Craigie u/c

Lunanhead u/c

CIF 42

CIF 43

Glenagnes u/c

PL16 DT

PL16 DT

PL16

L4(m) DT

PL16 DT

L4(m) DT or DJT

PL16 DC 

PL16 DTPL16 DC

K1420

K1420

CIF 40

K1420

River Dee

Wood pole types (line)
K1420 (angle)

Wood poles (line)
K1420 (angle)

Wood pole types (line),
plus occasional unidentified lattice line towers;

K1420 (angle)

PL16 DT90

L4(m) DJT (?)

L4(m)

PL16

PL16 DT

CIF 44

L4(m) DT

L4(m) DT

CIF 45

PL16

PL16 PL16 DT
Eve C534 D10, D30; Eve C670 DD2

PL16 DDT
DEW

PL16

PL16 DT

2 × PL16 DDTPL16 PL16

L4(m) D90 + gantries

Wood pole types (line),
plus occasional unidentified lattice line towers;
K1420 (angle)

Eve C534 DT variant PL16 DT90PL16?

Eve C534

Eve C534

PL16 DT

CIF 46

Eve C534

PL16 DEW

PL16 DDT

Symmetrical Eve C534 D60

?
?

PL16

CIF 26

CIF 47

Charleston u/c
Lyndhurst u/c

Coupar Angus S/S

Clunie S/S
Clunie P/S

Errochty S/S
Tummel Bridge P/S

Rannoch P/S

Abernethy S/S

Burghmuir P/S

Griffin Wind Farm S/S

Eve C534 DT

PL16 DT

PL16 DDT (common)

PL16 DT

PL16 DD10!

CS PL1

PL16 DT

Eve C534 + PL16

PL16

Eve C534
PL16

Multiple unidentified

PL16 DT

PL16

PL16 DT

PL16 DT

PL16 DTEve C432 line
PL16 angle

DEW

DEW

PL16

Rannoch–Abernethy four circuit

Eve C432 or C670 line
PL16 angle

Eve C432 or C670 line
PL16 angle

CIF 48

CIF 49

CIF 50

Rannoch–Abernethy
double circuit

CIF 51

PL16 DT

PL16 DT

PL16

CIF 52

CIF 53

CS PL1

CS PL1

SEE PL1a

Finlarig P/S

CIF 54

CIF 55

CIF 58

Bhlaraidh S/S

Glenmoriston P/S

K1201

PL16 DC

DEW

PL16 DDT

DEW

CIF 56

Lochay P/S

PL16 DEW
132/33 kV

PL16 132/33 kV

PL16

Street View (2011, pre-undergrounding)
does not match Open Infrastructure Map

Killin S/S

Open Infrastructure Map does not make sense here
(line does not go anywhere), and no line seems to exist

Open Infrastructure Map does not make sense here
(line does not go anywhere), and no line seems to exist

CIF 57

St Fillans P/S

L4(m) DT

?

CIF 59

Inverarnan S/S

Cupar u/c

Leven S/S

Redhouse S/S

Glenniston S/S
Mossmorran S/S

Devonside S/S

Bonnybridge S/S

Dunfermline S/S

Inverkeithing S/S

Denny S/S

Bainsford S/S

Cumbernauld S/S

Bathgate S/S

Sloy Sw/S

Loch Sloy P/S

Clachan P/S

?
PL16 DT

CIF 60
?

PL16

PL16

PL16 DT

PL16 DDT
PL16 DT

PL16 DDT

Trident

PL16 DT

PL16 DT
PL16 DT CIF 61

PL16

PL16
L4(m)

Westfield S/S

L4(m) DJT

PL16, Eve C534, L4(m);
too few vantage points to analyse

L7/L7(c)
L7/L7(c) DT

L4(m) DJT

? ?

PL16 DT

PL16

PL16 DT

∅

PL16

L4(m) DJT DEW

CIF 62
L7(c) DT

PL16 DDT

Eve C534 DT90 custom

CIF 63

CIF 64 Eve C670 DD2 line
PL16 DEW angle

Eve C534

Eve C534

Eve C534 DT

Eve C534 with intermixed PL16,
plus L7(c)

Eve C670
PL16 angle

DEW

PL16 DT

PL16 DT

Eve C534 DT

Eve C534

CIF 65

Eve C534

L4(m)

L4(m)

Eve C534 DT

PL16

CIF 66

PL16 DT

L4(m) DT

PL16

DEW CIF 67

CIF 68

Livingston East S/S

Broxburn 132 kV S/S

Currie S/S

CIF 69

Gorgie S/S

Telford Road S/S

CIF 70 CIF 71

Smeaton S/S

Dun Law Wind Farm S/S Berwick S/S

Dunbar S/S

CIF 72

Innerwick F/S

Crystal Rig Wind Farm S/S Aikengall II Wind Farm S/S

CIF 74

PL16 DT CIF 75
PL16 DT L4(m) DT

PL16 CS PL1

PL16 DT

PL16 PL16 DT90 L7(c) DT

Eve C534

CIF 76
L4(m) ST

CIF 77

K1201

L4(m) ST

CIF 78

Galashiels S/S

SS PL1

SS PL1

CIF 79

CIF 80

DT-type junction

PL16 D10

PL16 ST
SS PL1 DT60

SS PL1

SS PL1 D30

CIF 81

SS PL1
PL16 D60

Eccles S/S
PL16 STPL16 ST

CIF 82
PL16 D60

PL16

PL16

England

PL16 DT

PL16 DT

?

CIF 73

PL16 DT

PL16 DT

PL16

PL16 DT

Hawick S/S

CIF 83

Harker S/S

Gretna S/S

Chapelcross S/S

Ecclefechan S/S

Ewe Hill Wind Farm S/S

Dumfries S/S

Tongland S/S

Glenlee S/S

DEW

PL16 DT

CIF 84

PL16 D60 junction
PL16 DT

WGR

Trident
PL16?

Scotland
EnglandScotland

PL16 junction?

WGR

L4(m) DT

PL16

L4(m) DJT

Super-strength
fork H-poles

PL16 double circuit two-phase
(top/middle crossarms only)

PL16 DT
PL16 DT

PL16 DT (top/middle
crossarms only)

Eve C534 DT?

CIF 85
PL16 D60 junction?

PL16 DC

CIF 86
L4(m) DJT

SS PL1

WGR (DC)

L4(m) DJT
L4(m) DT

PL16 DT (top/middle
crossarms only)

Eve C534

Eve C534 DTSS PL1 DT60

CIF 87
Eve C534 DT

CIF 88
SS PL1 DT-type

junction (x/arms on
one side only)

SS PL1 (DC)

CIF 89

SS PL1

SS PL1

CS PL1

PL4/WGR S60

SS PL1 ST90, unconfirmed

L4(m) ST

SS PL1

CIF 90

Unidentified
single circuit terminal
(guessing SS PL1)
(see Earlstoun)

Newton Stewart S/S

Glenluce S/S

Mark Hill S/S

Arecleoch Wind Farm S/S

CIF 91

CIF 92

Earlstoun S/S

CIF 93

Carsfad Hydroelectric P/SCIF 94

CIF 95

CIF 96
Kendoon S/S

Blackcraig S/S

CIF 97

CIF 98

New Cumnoch S/S

CIF 99

? (Dersalloch Windfarm)

SS PL1 DT60A

PL16 DT

CS PL1

PL16

Variously CS PL1 and PL16;
most of the line is out of visual range

PL16 DT90

PL16 DT90 + PL16 DT

PL16 DT

PL16

SS PL1 DT-type junction

SS PL1

Unidentified
single circuit terminal
(guessing SS PL1) (see Glenlee)

Unidentified
single circuit terminal
(guessing SS PL1) (see Glenlee and Earlstoun)

SS PL1

SS PL1 D60

SS PL1 DT60 (uncertain variant)

Super-strength
fork H-poles

L7(c) DT
L7(c) DT with auxiliary crossarms

Super-strength
fork H-poles

All taken to be
SS PL1

SS PL1

Dun Hill S/S

Blackhill S/S

CIF 100

CIF 101

CIF 102

Glenglass S/S

Hadyard Hill Wind Farm S/S

Auchenwynd S/S

Kilmarnock South S/S
Meadowhead S/S

CIF 104

CIF 107

CIF 108

Trident H-pole

PL16

PL16 DT CIF 103
PL16 junction tower, unclear type;
obsolete junction

Demolished SS PL1 SC

CIF 105

PL16 D60 Junction (?)
Unclear tower
(partial form)

Trident

L4(m)

PL16

L4(m) DT
Coylton S/S

DEW

CIF 106
Listed on Open Infrastructure Map as a termination
point, but it cannot be observed.

L4(m) ST + SEP

Trident

∅

∅

Scotland’s 132 kV network
May–June 2024

SS PL1

Kilwinning S/S

Saltcoats S/S

CIF 109
CIF 110

Crookston S/S

Braehead Park S/S

CIF 111

CIF 112

CIF 113

Paisley S/S

CIF 114

Elderslie S/S

L4(m) DT + aux. crossarms (90° termination)

?

Eve C534 DT

Eve C534 D60 + Eve C534 DT with single-circuit SEP

Eve C534

Eve C534 DT with SEP

To Hunterston Farm S/S

Eve C534

Eve C534 DT

Eve C534 DT + SEP

Eve C534 DT

L2 DT/DTU hybrid

Eve C534 DT

Eve C534

L8 D30 + L8 DT

L2

L2 DTU +
aux. crossarms

L2

L8 DT + SEP

L8

Eve C534 DT90
Eve C534 DT

Eve C534 DT

Eve C534

PL16

SS PL1

L3-family line
T2175-style angle

(Demolished at Linwood end ca. 2024;
Street View does not show all the changes,

so it remains to be seen how much if any
of the line is still standing)

PL16 line to Bridge of Weir,
downgraded to 33 kV

Coalburn S/S

CIF 115
L7(c) DT + SEP

Linnmill S/S
L3 family DT

CIF 116

Trident

Black Law Extension S/S To rail feeder, England

K1201 custom ST

CIF 117 PL16 DT + S/C SEP

Erskine S/S

CIF 118
?PL16

CIF 119
PL16 DT + …

PL16PL16 DT90

PL16 DT90

CIF 120
CS PL1 S60

Devol Moor S/S CS PL1
K1201 ST + ST90

K1201 ST90

Spango Valley S/S CIF 121
Eve C534 DT90

PL16
Windyhill S/SPL16 DDT

PL16 DDT
DEW

DEW

Strathleven S/S
CIF 122

CIF 123Adapted PL16 D10
Adapted PL16 D10

Helensburgh
CIF 125
CIF 124

PL16 DT

PL16 DT

CIF 126

PL16

PL16

PL16

PL16

PL16

PL16

CIF 127

CIF 128
CIF 129

CIF 130

CIF 131

CIF 132CIF 133

PL16

PL16

Dunoon S/S

Whistlefield S/S

Eve C1415
Eve C670 in places

?

Eve C1415 DT

Taynuilt S/S

? (Carraig Gheal) ? (Nant)

Eve C670?

Blaw Knox T1498

CIF 134
D10(?) + K1420 gantry

CIF 135
Angle tower + wood pole gantry

H-pole Trident

?

Blaw Knox K1576

L8(c) super insulators (new line)
 (built pending changover to 275 kV)

?

?

?

?

L8? (new line)
 (built pending changover to 275 kV)

Inveraray S/S

An Suidhe S/S

Eve C772

Eve C772

New An Suidhe S/S
?

?

Crarae S/S

Port Ann S/S

Loch Gair P/S

Eve C772

CIF 136

L8? (new line)
 (built pending changover to 275 kV)

? (Crossaig; details lost)

Crossaig S/S (new)

Carradale S/S
Eve C772 DT45L7(c) DT basic

Eve C772

L7(c) DJT

?

?

Eve C772 L8? (new line)
(built pending changover to 275 kV)

L7(c) (new line)

CIF 137

?

Trident

Torness Nuclear P/S

Wishaw S/S
Black Law
Wind Farm
S/S

Kype Muir S/S

Galawhistle S/S

Middlemuir S/S

Moffat S/S

Harestanes S/S

Neilston S/S

Drumcross S/S

Stirling S/S
Eve C534

Eve C772
(if still existing)

Johnstone S/S

Kilbowie S/S Killermont S/S

Partick S/S

Finnieston S/S

Govan S/S

Haggs Road S/S

Carntyne S/S

Carntyne S/S
St Andrews Cross S/S

?

? ?

?

?

?

?

Eve C534 DT

various

L4(m) DT + twin wood
pole sealing ends

?

?

?

?

?

?

∅

PL16 DT

∅

L4(m) DT

L4(m) DT

∅

?

?

?

?

L7(c) DT

∅

∅

∅

SS PL1 D30
(variant?)

SS PL1 DT-type junction

L7(c) DT
(special top crossarm)

?

?

?

?

?

?

?

?

?

Blaw Knox K1576

①

②

CIF 138

K1201

K1201 ST

① The line to Skye and the Outer Hebrides was the first section and it is not to scale.
② Unfortunately, Tummel Bridge to Boat of Garten (added later as a defunct line) does not line up.
Line data: Open Street Map via Open Infrastructure Map, SP Energy Networks route map
Tower data: Google Street View
Surveyed and compiled May–June 2024 by Daniel Beardsmore
CC0 (public domain)

Revision 0.9     • 27/06/2024
Revision 0.9.1 • 19/11/2024 : details for the spur to Nant power station, thanks to Ian McAulay
Revision 0.9.2 • 28/03/2025 : Blaw Knox K1576 and T1498 identified; “light construction” family named
Revision 0.9.3 • 21/10/2025 : small corrections; updates to tower designations

Key

Single circuit, verified tower type (single circuit towers unless line marked “DC”)
Double circuit, verified tower type
Single circuit poles, verified type
Single circuit, pending observation or out of visual range
Double circuit, pending observation or out of visual range
Poles, pending observation or out of visual range
Wood pole intermediate, lattice angle
Underground (single or double circuit)

Lines

Pending demolition
Demolished (selected lines included only)

PL16 and Blaw Knox STL1 double circuit (all listed as “PL16” for now)

K1201 (Blaw Knox STL1 single circuit)

J L Eve C670 (0.175□″ SCA)

J L Eve C534 (0.4□″ SCA)

Eve C432/C579 line towers with STL1/PL16 angle towers

L7, L7(c)

L4(m)

Light construction types (Blaw Knox and J L Eve 0.125□″ SCA)

Milliken (CS PL1 and SS PL1)

SEE PL1a

WGR

Exotic (flat formation, four circuit, dual voltage)

132 kV on Supergrid towers (L2, L3 etc)

Wood pole intermediate with K1420 angle

Irrelevant/unclassifiable (e.g. L4(m) DT direct to PL16 DT)

Tower types

Locations
Power station, substation, switching station, grid supply point
Change in line formation (junction, sealing end, change of tower type)

P/S Power station
S/S Substation

Sw/S Switching station
G/S/P Grid supply point

u/c Unclassified station (no type description on Open Infrastructure Map)

Other
DEW Double earthwire towers (regardless of earthwire configuration)
DC Double circuit towers used for a single circuit line
∅ Change in formation without a special tower


